[ WIRE LEGEND )

WIRE OR CABLE TYPE AND DESCRIPTION

E 2C - 16 AWG TWISTED/SHIELDED PAIR - EIA 485
H 2C - 14AWG - NAC CKT.

P 2C - 16AWG - 24VDC POWER CIRCUIT

2C - 16AWG TWISTED PAIR - SLC LINE (MAX 50 OHMS PER BRANCH)
(FPL-WEST PENN D990) (FPLR- WEST PENN 990)
(FPLP- WEST PENN 60991B) OR APPROVED EQUALS

VA 2C - 16AWG - MONITORED ZONE
MUST BE FIRE ALARM RATED CABLE PER N.E.C.

\_ J
[ SYMBOL LEGEND )
SYMBOL DESCRIPTION

[FACP#] FIRE ALARM CONTROL PANEL (# = CABINET NUMBER)

FABP# FIRE ALARM BOOSTER PANEL (# = CABINET NUMBER)

@ ADDRESSABLE SMOKE DETECTOR, PHOTOTELECTRIC

@ ADDRESSABLE HEAT DETECTOR

ADDRESSABLE MANUAL PULL STATION

ADDRESSABLE MONITOR MODULE MINI

ADDRESSABLE CONTROL MODULE RELEASING

@# HORN/STROBE - CEILING MOUNTED (#=CANDELA)

®# STROBE - CEILING MOUNTED (#=CANDELA)

W END OF LINE RESISTOR

SUBSCRIPTS: S=SUPPLY R=RETURN UF=UNDER FLOOR AC=ABOVE CEILING
WP=WEATHER PROOF D=DAMPER DH=DOOR HOLDER DL=DOOR LOCK
PG=PROTECTIVE GUARD ETR=EXISTING TO REMAIN REL=RELOCATED DEVICE
[ SD=SHUTDOWN

( )

ADDRESS/NAC NUMBERING KEY

NODE# (IF USED) PANEL NUMBER
P ,_,_T|1—CIRCUIT NUMBER

———(M),MODULE,(D)DETECTOR

| [NX[LX[M[XXX}—DEVICE ADDRESS )
VESDA SYMBOLS LEGEND

SYMBOL

Oxxxx

DESCRIPTION
VESDA SAMPLE POINT (XXX = SAMPLE POINT NUMBER)

VESDA 6mm MICROBORE TUBE

VESDA VEA-040 DETECTOR W/POWER SUPPLY

SCOPE OF WORK
Fireline Corporation has been contracted to design a fire

alarm notification /detection with a watermist fire suppression
system for the Verizon Ocean City fire alarm upgrade.

All work shall conform to NFFPA /2, /0, /6 & /50 (cur/’em‘
editions)

CONTRACTOR INFORMATION
Salesman : Dennis Bryant
Designer : Al Riefflin
Fireline Corporation

4506 Hollins Ferry Road
Baltimore, MD 2122/
410.24/.1422

MD CONTRACTORS
LICENSE #05935465

CUSTOMER INFORMA TION
Contact : Rachel Robinson

Historic Annapolis
18 FPinkney Street
Annapolis, MD 21407

186 PRINCE GEORGE STREET
ANNAPOLIS, MARYLAND 21401

WILLIAM PACA HOUSE

FIRE DETECTION AND NOTIFICATION SYSTEM

KEY PLAN
NOT TO SCALE:

ADDRESS:

186 PRINCE GEORGE STREET

CITY,STATE ANNAPOLIS, MD
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Sheet Number Sheet Title 1 [Notifier NFS-320 Control Panel
10 [Power Sonic |PS-1270 Battery 12V 7AH
COV DRAWING LEGEND - SCOPE - BOM 2 |Power Sonic [PS-12180 Battery 12V 18AH
2 |Potter PSN-106B Power Booster 10 Amp
_ 21 |Notifier NBG-121X Addressable Pull Station
FA-1 CONTROL PANEL AND POWER SUPPLY DETAILS 51 TNotifier B.10 Bl Station Back Box
_ 1 [Notifier FCM-1-REL Control Module Releasing
FA-2 FIRE ALARM TYPICAL DETAILS AND RISER DIAGRAMS 3 INotifier FMM-101 Monitor Module Min
2 |Notifier FSP-951 Analog Head Photo
FA=S FIRE ALARM LAYOUT - BASEMENT T [Notifier FSP-951T Analog Head Photo/Thermal
3 [Notifier B300-6 Detector Base, White
fa-4 FIRE ALARM LAYOUT - 1ST FLOOR 9 |Notifier XP10-M Transponder Monitor Modules 10pt
5 [Notifier BB-XP Cabinet 2 Modules
FA-5 FIRE ALARM LAYOUT - 2ND FLOOR 3 |[Xtralis VEA-040-A00-NTF-UL  |VESDA-E-VEA-40 with leds SLC
3 |Brooks VPSVEA115UL VESDA-E-VEA power supply stax (ul), 115vac
FA-6 FIRE ALARM LAYOUT - 3RD FLOOR 3 [Brooks VSP982W?22 VESDA-E-VEA 6mm surface mt sampling pt wht 22 pack
66 |Brooks VSP990330 Xtralis 6mm microbore tube, 330' roll
FA-7/ VESDA LAYOUT - BASEMENT 7 |Wheelock ELSTWC Strobe White Ceiling
31 |Wheelock ELHSWC Horn/Strobe White Ceiling
FA-8 VESDA LAYOUT - 1ST FLOOR 38 |Wheelock ELSBB-W BackBox Eluxa Horn/Strobe White
FA-9 VESDA LAYOUT - 2ND FLOOR
FA-10 VESDA LAYOUT - 3RD FLOOR
FA-11 VESDA DETECTOR WIRING & TYPICAL DETAILS
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